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Attachment K - Single Room Equipment Shelter Layout Drawing 
Service / Cable Entry Port 
Disconnect 16 Port 

Surge Arrestor 
External Ground, 1 

C 
A 
B 
l 
E 

R 
A 
C 
K 

·····Typical 48-inch,] 
four-tube, 

fluorescent 
...... fixtures 

C 
A 
8 
l 
E 

R 
A 
C 
K 

/ / Buss 

, I 

C 
A 
8 
L 
E 

R 
A 
C 
K 

Cable Rack Ceiling YieW 

F® 

R 
A F® 
C 
K 

C 
A 
B 
l 
E 

R 
A 
C 
K 

IntakeIntake Louvers 
Sheet Mounted Hood 

Horizontally Break in Ground 

Mounted 2' AFF Halo 

38'-0" 

Ground Halo ----------

DRAWN BY 

RAB 

FILENAME 

12X38 WITHOUT GENERATOR 
LAYOUT REVISED 08_01_2003.VSD 

TITLE 

Typical 12· X sa· Equipment Shelter 

SIZE FSCMNO DWGNO REV 

A DBM-08-01-2003 A 

SCALE 114" 1'-0" SHEET 1 OF 1 



Service / Cable Entry Port 
I Disconnect 16 Port
I Typical 48-inch, 7 
I I Surge Arrestor four-tube, · i / r External Ground 

1 

fluorescent , 

Lighting 

Controllers 

Horizontally Secondary \, 
Mounted 2' AFF Ground Buss Bar 1•---, 

_________--1-==~~====...'.!'==='=~d.________.!"=====d_----~====:!....---------I� \_ Secondary 

Cable Rack Ceiling View External Ground 
Intake Louvers \ 

; / Buss [ 
fixtures ' 

I I 

7'-3 1/2" HVAC 

lS~~C: Cable Entry Port 

R I 16 Port 

4X8 od ~ C I illl / 
Sheet Mounted K K f@ _/ 

HVAC 

Buss 

Intake 
Hood 

27'-7 718" 

TITLE 

Typical 12· X 28' Equipment Shelter 

Ground Halo SIZE FSCMNO OWGNO REVDRAWN BY 

DBM-08-07-2001 AARAB 

SCALE 114"= 1'-0" SHEET 1 OF 112X28NEWSHELTER VSD 




